
NOTE: SHOWN IN GREYWATER IRRIGATION MODE 

FLOW ONLY OCCURS DURING 
BACKWASH AND SUPPLEMENTAL 
IRRIGATION MODES 

REWATER CONTROLLER  

LOW VOLTAGE FLOAT -
SWITCH 

211 FILTER BACKWASH VALVE ----
3-WAY ACTUATOR VALVE
FOR FILTER BACKWASH
2" SPRING CHECK VALVE 

SAND FILTER VESSEL WITH 100 LBS. 
OF WASHED 20-GRIT SAND -
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IRRIGATION P.O.C 1· ---
SEE FIGURE 6 1    

SHEET RW3 

2" IRRIGATION 
SUPPLEMENT VALVE 

3" SWING CHECK FOR 
BACKFLOW 
PROTECTION 

24 VAC 14/2 WIRE -   
FROM SENSOR TO 
LEVOLOR CONTROLLER 

i" CONDUITS ----
2" SCHEDULE 40 
PVC 

HIGH WATER 
LEVOLOR 
REMOTE VTR 

tSENSOR -
MOUNT IN 9" 
BURIED BOX 
AT GRADE 

OVERFLOW 
TEE 

220\VAC SINGLE 
PHAS  FOR PUM 

GREYWATER   
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ME100 220 VAC PUMP 
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POLYETHYLENE 110 GAL. SURGE TANK 
WITH LID (NOT SHOWN) 
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--- REWATER NEMA 3 
JUNCTION BOX 

 --120/220 VAC 
10/4 WIRES 

220 VAC SINGLE PHASE 
10/3 WIRES FOR PUMP 
JANDY LEVOLOR 
ELECTRONIC WATER 
FILL SYSTEM 120 VAC 
AUTOMATED CONTROL BOX 

3" SWING CHECK FOR 
BACKFLOW 
PROTECTION 
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MAXIMUM 5'-0" SOIL 
COVER ON TOP OF 

TANK 

\ , 

24 VAC CONTROL 14/2 WIRE ---
FOR SOLENOID VALVE 1-1/2" FILLER VALVE-

MINIMUM 4" AIR GAP ---
30" MANHOLE RISER TO GRADE 

FILL SENSOR SWITCH ---
(NOT SHOWN) 
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4" VENT TO 
AT OSPHE 
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2" POTABLE 
COPPER PIPE 

HIGH WATER 
OVERFLOW 

     :bPOTABLE 
WATER 
FLOW 

6" INLET 

IGH WATER 
OVERFLOW TEE 
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15000 GAL. XERXES FIBERGLASS TANK 
(FIBERGLASS LID NOT SHOWN) 
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L _ _  12" ¾" GRAVEL BASE 
UNDER TANK 

ENLARGED GREYWATER FILTRATION 
SYSTEM BY REWATER 
(SIMILAR - NOT AS-BUILT) 
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SCHEDULE 40 PVC 
'----- ME150 220 VAC SINGLE PHASE PUMP 

EARTH 

FILTER 
CLOTH 

TANK 

¾" GRAVEL 
BASE 

EARTH 

24 VAC FLOAT SWITCH 
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FILE NAME: 
0911-ENLARGEO SYSTEM 

APPROVED 

REVISED 
0 7 - 2 9 - 0 9
06-14-10 

SCALE: 
NTS 

SHEET NO. 

RW2 CAUTION: This system was designed by ReWater for a specific project that included numerous factors not found on other sites. It is not suitable for any other project and may not be used as such. It is only provided to understand how a particular type of ReWater system flows.




